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NOTES:

1. ALTERNATES ARE MORE FULLY DESCRIBED ON GI105.  SPECIFIC ALTERNATE NOTES ARE SHOWN FOR ADDED CLARITY.
2. ROOF CONSTRUCTION:  STEEL FRAMING AND METAL DECK
3. JOIST BEARING (J/BRG) ELEVATION VARIES. REFERENCE J/BRG ELEVATION = 141'-3" UNO. SEE PLAN FOR SPOT ELEVATIONS.
4. SEE SI001 FOR ABBREVIATIONS, SYMBOLS & LEGENDS
5. SEE SI002 FOR GENERAL STRUCTURAL NOTES
6. REFERENCE ARCHITECTURAL DRAWINGS FOR LOCATIONS AND SIZES OF DOOR OPENINGS, STAIRS, DOWNSPOUTS RECESSES, ETC.
7. REUSE STEEL FROM PHASE 1 WHEREVER POSSIBLE FOR ROOF NORTH OF LINE H
8. INDICATES L3x3x1/4 KICKER. KICKERS LOCATED AT EACH PANEL ATTACHMENT AT EXTERIOR EAST-WEST BEAMS AND AT

QUARTER POINTS FOR EAST-WEST BEAMS THAT ARE IN LINE WITH SHEAR WALLS.
9. INDICATES FIELD WELDING REQUIRED AT SHEAR TAB CONNECTION. ARROWS INDICATE DIRECTION OF CONNECTION,

DETAILS.
10. INDICATES SEISMIC TIES. SEE DETAILS.
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EMBED PL 3/8"x8"x0'-4"
WITH (2) 3/4"Ø x 5" HSA,
(2) MIN BETWEEN BEAMS

T/STL

SEE PLAN

ROOF DECK SEE PLAN

BEAM SEE PLAN

COLUMN SEE PLAN

PROVIDE SHIMS AS
REQUIRED AT TOP OF
CONCRETE COLUMN

PLAN VIEW

ELEVATION VIEW

14GA 'A588' BENT
PANEL, SEE ARCH

3/4" Ø BOLT IN HORIZ
LONG SLOTTED HOLES,
SEE DETAILS

14GA x 8"x0'-2" 'A588'
STIFFENER PLATE AT ALL
(4) CORNERS OF PANEL

1/2" Ø REDUCED BASE STUD

NOTE: SOME BRAKETS ONLY
HAVE (3) BOLTS, SEE DETAILS

1/8
STIFFENER TO PANEL

2-8

1/2" Ø REDUCED BASE STUD

3/4" Ø BOLT IN LONG
SLOTTED HOLES, HORIZ
SEE DETAILS

(2) 1/4"x2"x0'-2" WASHERS,
ADD OR REMOVE WASHERS
TO PLUMB PANEL

14GA x2"x0'-8" 'A588'
STIFFENER PLATE AT ALL
(4) CORNERS OF PANEL

1/4"x2"x3 1/4" BENT
'A588' PLATE, SEE
DETAILS FOR LENGTHS

1/4"x2"x3 1/4" BENT
'A588' PLATE, SEE
DETAILS FOR LENGTHS

ARCH
SEE

14GA 'A588' BENT
PANEL, SEE ARCH

3/16 3-12

TYP
3-12

0'-6 1/2" LONG BRACKET
BETWEEN PANELS, SEE 8/SF533

3/16

A A

SECTION A-A

(2) 1/4"x2"x0'-2" WASHER,
ADD OR REMOVE WASHERS TO
PLUMB PANEL

3/4"Ø THRU BOLT AT
EACH BRACKET

BENT PANELS,
SEE ARCH

(2) 3/4"Ø REDUCED
BASE STUDS, WELDED
TO REAR BRACKET ANGLE

0'-11" LONG BRACKET
BETWEEN PANELS, SEE 8/SF533

NOTE:  SEE DETAIL 9/SF531
FOR CONNECTION OF KICKER
TO JOIST TOP CHORD.

HSS5x5x3/16 BTWN JOISTS
SEE PLAN

STEEL JOIST SEE PLAN

3
"

3
"

1/4" BENT PLATE x CONT

5
"

 3/4" MAX

J/BRG

SEE PLAN

STEEL BEAM, SEE PLAN

1/4"x6"x0'-6" PLATE

3/16

L3x3x1/4 KICKER AT
EACH ATTACHMENT

L3x3x1/4 AT EACH
ATTACHMENT PLATE

CONCRETE COLUMN
SEE PLAN AND SCHED

DECK BRG PL 1/4"x12" x CONT
WITH 3/4"Ø x 6" HSA AT 32' O.C.

STEEL BEAM
SEE PLAN, TYP

1/2"
3-SIDES

A A

METAL ROOF DECK

1 
1/

2"
1 

1/
2"

SECTION A-A
3/4" x 12" x 2'-0"
EMBED PLATE WITH (2)
ROWS OF (8) 3/4" Ø x8" HSA

T/STL

SEE PLAN

T/STL

SEE PLAN

T/WALL

SEE PLAN

BEAM SEE PLAN

ROOF DECK SEE PLAN

3/16

PL 3/8"x8"x0'-8"
WITH (2) 3/4"Ø x 5" ADHESIVE
ANCHORS , (2) MIN BETWEEN
BEAMS (KEEP ALL ANCHORS
BELOW DECK BRG ANGLE)

DECK BRG L5x3x1/4 (LLH)
x CONT, PARALLEL TO
DECK FLUTES

PL 1/2"x16"x1'-0" WITH (6) 3/4"Ø x 5"
ADHESIVE ANCHORS (KEEP ALL
ANCHORS BELOW DECK BRG ANGLE)

PROVIDE LONG
SLOTS IN BEAM FOR
ADJUSTMENTS

3/16

EXIST WALL
EXIST CONC WALL

ROOF DECK SEE PLAN

L5x3x1/4 x CONT (LLH)

PL 3/8"x8"x0'-8"
WITH (2) 3/4"Ø x 5" ADHESIVE ANCHORS,
(2) MIN BETWEEN BEAMS(KEEP ALL
ANCHORS BELOW DECK BRG ANGLE)

3/16

1/4" BENT PLATExCONT

STEEL BEAM, SEE PLAN

5"

3/16 3-12
3/4" MAX

14GA 'A588' BENT
PANELS, SEE ARCH

3"
3"

3/16

A A

SECTION A-A

1/4"x6"x0'-6" PLATE

3/16

(2) 1/4"x2"x0'-2" WASHER,
ADD OR REMOVE WASHERS
TO PLUMB PANEL

3/4"Ø THRU BOLT AT
EACH BRACKET

NOTE:  SEE DETAIL 9/SF531
FOR CONNECTION OF KICKER

TO JOIST TOP CHORD.

0'-6.1/2" LONG BRACKET
BETWEEN PANELS, SEE
8/SF533

(2) 3/4"  REDUCED∅
BASE STUDS, WLEDED
TO REAR BRACKET
ANGLE

L3x3x1/4 KICKER AT
EACH ATTACHMENT

L3x3x1/4 AT EACH
ATTACHMENT PLATE

0'-11" LONG BRACKET
BETWEEN PANELS, SEE
8/SF533
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14.1056EXPAND PARKING
GARAGE - PHASE 2

SCALE:  3/4" = 1'-0"SF533

1 SECTION
SCALE:  3/4" = 1'-0"SF533

4 SECTION
SCALE:  3/4" = 1'-0"SF533

5 SECTION

SCALE:  3/4" = 1'-0"SF533

6 SECTION
SCALE:  3/4" = 1'-0"SF533

7 SECTION
SCALE:  3/4" = 1'-0"SF533

9 SECTION
SCALE:  3/4" = 1'-0"SF533

8 STEEL SKIN BRACKET DETAIL

SCALE:  3/4" = 1'-0"SF533

2 STEEL PANEL AT BEAM
SCALE:  3/4" = 1'-0"SF533

3 STEEL BEAM AT CONCRETE COLUMN

SCALE:  3/4" = 1'-0"SF533

10 10/SF533
SCALE:  3/4" = 1'-0"SF533

11 11/SF533

SCALE:  3/4" = 1'-0"SF533

12 STEEL PANELS AT STEEL BEAM
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